n.m RECALL S‘ER\"IGE BULLETIN #40322

Thepm‘puﬂoﬂhism}]sﬁnismmfmuall Flestwood dealcrsufanmspﬂctimaudpnssihle
replecement of & 30-20 Amp Double Circuit Breakes.

Note: Read thix entire document before starting repairs.

CONIMITTON:

Some RV's may have a 30-20:Amp Donble Circuit Breaker, in the 120 Volt AC disuibution
ponel, with the labeling revérsed-on the Circult Breaker handles.

INSPECTION:
1. Open the Distribution Panel cover, _
2. Examing the 30-20 Amp Double Cironit Breaker.

3. I this Ciroult Bresket is label 30 — 20, s in Pigure 1, no repaits ar necasaery.
This RV has dieé cosrect Circuit Broaker installed, No further action is requined.

4. If the Cinourit Breaker ks Jabel 20 =30, s in Figure 2, the Circuit Breaker must be
replaced. Proceed te the Repair section of this Bolletin,

Figml ' " Figure2
Federal Law [Em.:mn lﬂ#ftheNnumaleﬁcmdMumrﬁhich SafntyAmoﬂDﬁE}
. requaires that. .

,i;f'}rauhmu mmhmdanamquIarﬁrﬂmmwlyﬁmey
component mansfactures, you mast repair or otherwise correct the defecis on vehicles
remaining in your inventory, according o the natificarion, befors selling or leasing vhe'
vahicles. Any vehicle leavor recebving this recall notive must forwand & copy of the
mﬁmm:ﬁckmgmﬂunmm '

“Immpauﬁkmhom mmwadm; the service n-adacy'mumetmbte WAIYS
in which service miight.be dotié or of the possible hasardows consequences o&f each way.

Accordingly amyane who uses g service procedire or’ boo! must firsi assire Mt neither
persanal safety nor vehicle sofery will be jeopardized by the selected service methods.™

This bulletin is sipplied for technical information only and s not an authorization for
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REFPAJR:
5. Disable all sources of 120 Volt AC.
3. Umpleg the RY shome cord, Lmk—nutthamfshmecmﬂplugmsrm _
reachivation during repairs.
b Thmnﬂ’mmmmmdhbalgmmmrmnwmﬁmmthwnmmgugsmg

"D Not Operate.”
e. Turn off Inverters and Jebel activation switcives “Do Not Operate.

d. Inguire from the customer and inspect the unit for eny custorer added
electrical davices that may pose an electrical danger during the repair process.

6. Remove the Circnit Breaker Cover Plate from the distribation panel

7. Check for the presence of 120 Volt AC in the dstribution panel. Proceed only if
there is no 120 Voli AC,

8. Remove the Double 20 - 30 Amp Mislabeled Circuit Breaker, Remove the Black
wires fromn both Circuit Breaker Terminals,

9. identify the 10 gauge Black wire and connect this ¥ the new 30 Amp Circuit
Breaker Terroinal.

10, Identify the 12 ganges Black wire and comnect this to the new 20 Amp Cirooit

11. Instail the Circait Breaker into the Distribution Panel tazs,

12, Replace the Circuit Breaker Cover Piate,

13. Plog tn the Shoee Cord.

14. Torn on the new 30 Amp Main Circuit Breaker,

15. Turn on the new 20 Amp Circuit Breaker,

16, Check the labeling in the Distribution Panel.

« The top, or in a horkzontal dlstribution panel instaflation, left, Breaker must be kabeled the "MAIN™.
* The second Breaker will be labeled Microwave, ar Air Conditioner.
= Carrect the Inbeling if iccessary by installing new labels.
17. Cperate the appliance or devies connected to the new 20 Amp Circuit Breaker
{next to the 30 Amp Main).

13. Turn off the new 20 Amp Circiit Breaker a5 a check for proper wiriig connections
and circuit lsbeling. If the applisnce or device identifled on the label stops
operating, the now Circuit Brecker is wired correctiy. [f the devics continnes to
operate, determine the cause of this condition and cormect as nectsssry. -

19. ﬁmufflhuclecumalmsumuhmdm&ep#lﬂabu%a:dmmﬂmnmlﬂ
Amp Circuit Breaker,

20, Close ihe Diistribution Pansl cover.

21. Clonts wp around the work area.
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018487 30-20 Amp Double Circuit Breaker
121417 Label Kit for Distribution Paél

Standard Screwdtlver
Needle Nos= Pliers '
Blectricul Tester 1o Check for Presence of Blectrical Current

Warranty Labor Allewance

Use Flat Rate Coe: _ |
5130- 11 2 he InspectedMot Defective
HU-12 .5 br. Inspected/DefectiveMRepaired
9130-13 .2 hr. [nspected/DetectiveiOwner Decline
913014 2 hr. Tnspected/Defective/Missing Parts
913015 .2 hr Inspected/Defective/Need Tools
9430-16 .2 hr. Unable to NotifyCustomer -
N30-17 .2 br. Customer Unreachable

II you have any quesﬁmomcuningﬂﬂs hu]]eun, mthﬂwuud'sDealar suppott Group at:

Travel Trailer Ridlio, CA. - . 1-800-732-8331
: La Grande, OR- ~  1-800-280:0377
" Hancock, MD 1-800-335-6155

Longview, TX 1-BD0-750-3533
Ceawfordsville, IN  1-300-438-0943
Lindsay, Canada - 1-7035-324-0095
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Lrfvan to Explore

Fleatwonct Entarprisss, inc.
BOST Mrpers Street £ Rraraide, Ca 905034527
O Ban TEXR § Khwisridde, CA 2251 1- Tk
P BROLEY ZEE M1 e et O

IMFOR'MHT REGALL INFGRHATION
CAptl, 2004 -

O o FLEETWOOD DEALER PRINCIPALS,
- SERVICE MANAGERS, _
AND PARTS MANAGERS

SUBJECT: REGnLLsWMGﬁﬂmz
Slemens Mahlod Clrcuit Breaker

Flastwood Enterprisss, Ine., is requesting your ssalstance in conducting & voluntary recsll nutMm
campatyn i accordshca mﬂ'\ﬂu Nﬂﬂunal Tmﬂlnwmmurw Bafllyhﬁt.

FtnlmudEnta'pmInn.hndeddadiﬁlmmﬂmmmmmmmmmh
model year 2004 Prowler, Widamess, Terry, Malard, Fioneer and Gaatbox comventional and fifth
whest travel irgilens. Waamnoﬂf;hgmuhmdnrhomuﬁﬂupmﬂnmkmﬂfﬂumrumm
mmlsmfurynuriﬁmﬁun '

WHAT IS THE PROBLEM?
mhavdtmhmnﬁnﬁadbyﬂ'ﬁrmﬂ the Slemens Type QT oimult breakar, catalog
numhwmmwmmmmm&ﬂhm This breaker, instafied in the
maln paned of the fravel ireier consists of u 1-pole 30 -amp briiaker and s 1-pole 20 Gmp
baaaker. Thig breaker hive boan mandfactunsd handie for the 30 am. 1-pole
markad a8 *20" and the ihpi-pﬂamuiaﬂn‘ﬂﬂ'ﬁsummnmmtn
40 aerp circult brasker MIGH experience nuiesnce tripping ﬂhﬂy a 20 amp cireft

Tnmﬂﬁdﬁ-ﬂ,iilnmmmmammhdmﬂ brewker as
WMInﬂummwmwnmm o

WHAT SHOULD YOU DO? ' ' - :
mmmmmﬂmﬂmhmmm mmmnw-
daaler to hava the desceibed defective ctndifion remedied, Inﬂ‘nmﬂt_ﬂutyoum
contacted by a custamer; p’luluvarifyali&mybymmh & serip
linted In the enciosed Recel Sarvica Billatin #40322 pricr to baginning the repaira. Should
@ customer have you perform this sendce, please cormplete the Festwood Repair Order



mrmmmm "
Onca repaws. are completad, have the -customer sign the Flestwood Fhapuromurn'rd
_TehEm R to your Nationsl-Warrandy Prosessing Center in Decatlrr, Indiana for paymant
melllblrdmaldhamnu&mMumm#ME Duat:Imauﬂnut
b&dwgsdforﬂunmmirs

H you hanmnlttmnhinhuinmrhw!mmy yuuwihamuiladaslwﬁuﬂ
Natice for thist specifie fravel tralisr. Mhlﬂdmwmﬂuhmlhmlum
Muriunndularhh priorio eals or ase.

Famu.\r{seaﬁmméurthnﬂaﬁuml TrdﬁuuﬂMnhrvemdaSﬁtyAddmﬁaj
racpires that:

I you have rocaived p nolice of recall or fsfure fo comply from Fheslwood or ey
cOmponal mamactuner, yor must mpair or otherwiza coirect the defects an vehiclas
remaining i your fvendory, according fo the noiffostion, before selling or isasing the
mmmmmmwmmmmMammmmm
mmmssoemnmunm

mauWhhMpﬂmammmmm mmmmhmm wllhthamm'
mmmmmmmvmwm Hlnﬂﬁlmpih'l

Thank you for h-lp&'lgﬁmudﬁhmnﬂmﬂuamm“ulnhhmnﬂﬂmmﬂym
have any quastions, mmmwwwwamcmw

Sinosrely,
FLEETWOOD m&mﬁsma

Tina Inkrobs '
Service Coandinalor
Recrastional Vahicke Division

Enclosures:  Recall 80327 Cuatomer Letter
Recall #40322 Sendce Bulstin



Drfvarr o Expriore

Fleatwcod Entesprisas. Inc.
2051 Myee Stoeer f Riverside, CA DE1-942T
PG Bow FRA8 © hvertld s, OO0 513-TER
D OGS0 15 T wevwae. ok it L

IMPORTANT RECALL INFORMATION # 40322
April, 2004

Cear Valued Flostwaod Travel Traller Customer,
Thiz notice is sant t¢ you in accordance with the requirements of the Molor Vehicke Safety Axt

Factwond Enterprisgs, Ine., has decidad that a dedect relating to motor vehicle aafoly exisis in certain
2004 rmodel year Prowder, Wikdarnase, Terry, Pionesr, Mallard and Gaarbox convantionat and fifth wheel
traved tradars.

WHAT IS THE PROBLEM?
On travel trallers affacied Dy this recall, the circult breaker may have besn mis-marked at
the Blemens (manufachixer of the hroaker) factory. This beaker, instaled in the main
pansl of your travel taller congisls of a 1-pole 30 amp bresker and a f-pole 20 amp
bregker. This breaker may have begn manviaciured with the handie for the 30 amp 1-pole
marked & “207 and the 20 smp 1-pole marked ag “30°. A 30 amp orcuit conpected te a
20 amp circult braakear might expefance aulsancs tripping. H fully loaded, a 20 amp circutt
conractad 1o 4 30 amp circult braskar may result in ovarheatad conducton In 3 sustainad
gmm condition. This condition could result in a visk of Dsreonal njury anclfar progarty
aMags.

WHAT SHOULD YOUu D07
To deiermine If your trave! lraker contains a properly marked cireyit breaker, locate your
Power Distribution Centar (see aencliosed photographs) and conduct 8 visual inspection.
Qrs a drouit breaker theat hmmnhd hnmurmly mdimh Iﬁrndh&flmi tnptu butl:om
ltmardnrahnul-dbnﬂﬂ-ﬂﬂ il Frarrciiee miarked 2( W it bredire.

. On B crcuit I:ﬂaimr that is mumtld -
Imml hright ﬂ‘nuﬁarshnuldbuab-lﬂ if the Groake

IF you determine that your travel frailer oirouit breeter is correctly marksd, please fl ow
the anclossd Vehicle informetion Update Card, marking the box “Repairs not retired
on vahicle” and return it fo Festwand,

IF you have any concems contact the dealer who sold you the fravet trajler and meke an
appointment ko have thix mepeclionirepair parformed. If they are not available, anather
Flagtwood dealer may do this inspectionfrepair far you.



WATIHLLFLEETWODD&?
Flastwood will inspect gnd mﬂumﬂtmﬂmmmmmmm "I'hla
mapaciian and repak could take upin1hnur

kummmhmnmwmdpraﬁnum, mnhﬂhbhfwmlmbummm'mrm
hMWFurmmirﬂumﬂunmmﬂm mmmm}mm .

Wmm:hlmrmrmtmhrhrmmlm ymrduhrﬂmmphtcaﬁamd mumr
Lipon completion of the reoueir, plaaem Fluﬂwmdﬁapllrm

I you no konger own this travel traller, plase: take a mmuprw-ma namie and addmess of the
mmmhmwmwﬁﬂummﬂmm This will
mmmmmthMIWhﬂnmwr

mmmmmmmmﬂmmmmm:
copy of thia notice 1u the lesses within ten days.

If you are unable to obtaln the apacifisd nepair promptly and without charge, pleass contact:
thtmudmmlu’ium
- P.O.-Boxr 59633
Riérside, Calfornle 82817
. (B00)322-8216

|fyuuhammmmmmmudsmerpﬂm Im.hwimhdnrhalrabmumblltu
mmmmwmum-mwﬂm yoli may submit & complaint
to: .

S mmwr -
Hmwwmmmn
A0(' Savanth Sireet SW.
' wmmmmm

mwlmmmmwmﬂmmma} E?—#!SE

Fisgtwand Entarpeises, (nc., regrais any |mmmu MEy caube you. YWe are taking thase ateps
ir-the interest of yoor safedy; mmwmmmmmmm pntafﬂidha:ard

This letter does nat Gonstitute an Wﬁmllﬁm
‘ Sincerely,
PLEETWOOD ENTERPRISES, NG,

Tina Inkoote
Sendce C:onrdlrutur
Recragtional Vahicia Division
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